WRc-NSF

Our Ref, MAT/LAB 311L
17 October 2006

Mr Amir Keshmiri

Jonoube Shargh Industial Company
13 Hartfield Close

Ardwick

Manchester

W13 9YX

Dear Amir
BS 6920 leaching tests for non-metallic products for use in contact with potable water.

Please find enclosed a copy of our final report for BS 6920 leaching tests on test
samples of Multi Layer Plastic Pipe.

We are pleased o inform you that your product gave satisfactory results in the 85 6920
leaching tesls {five separate lests). The enclosed report does not constitute approval
and has not been forwarded o the Water Regulations Advisory Scheme (WRAS).

In order to obtain WRAS approval, a lefter citing a Directory Reference Number, you will
need to send a copy of the enclosed report, a completed copy of the form M2 (copy
enclosed).

Waler Regulations Advisory Scheme
Fern Close,

Pen-y-Fan Industrial Eslate,
Oakdale,

Gwent,

NP11 3EH,

UK.

You will then be sent a profarma inveice for £300.00, on confirmation of payment you
will receive you WRAS approval letter,

If you have any queries or we can be of any further assistance with BS 6920 or ather
testing please do not hesitate to contact me.

Best regards

Mark Norris
Materials Test Manager
WRe-NSF Lid

Enc

Offices at: Unit 30, Fern Close, Pen-y-Fan Industrial Estate, Oakdale, Newport, NP11 3EH
Unit 25, Rohert Cort Estate, Britten Road, Reading, RGZ 0AU

Tel: +44 (011495 236260. Fax: +44 (0)1495 249234, E-mail: infor:
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WRc-NSF

WATER REGULATIONS ADVISORY SCHEME
BS6920 TEST ON EFFECT OF WATER QUALITY

FINAL REPORT

Organisation:  Jonoube Shargh Industrial Company

Product: Muiti-Layer Plastic Pipe

WRe-NSF REPORT No MAT/LAE 311L

Date of Report 26" September 2006
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WrRe-NSE Final Repori for the Testing of a Product for WRe-NSE Report No

Waler Requiations Advisory Scherne Approval MATAAB 3111
Name of Qrganisation: Jonoube Shargh indusirial Company
Praduct: Multi-Layer plastic pipe Date of Report 26/09/06
1. SUMMARY

Test Result
Odour and flavour of water Pass
Appearance of water Pass
Growth of aquatic microorganisms Pass
The extraction of substances that may be of concem to public health Pass
Extraction of metals Pass

This product has satisfied the criteria set out in BS6820: Part 1: 2000 “Specification” and
thus does comply with the requirements of the Water Regulations Advisory Scheme Tests
of Effect on Water Quality and is suitable for use with hot (up to 85°C) and cold water.

ok INores

Mr Mark Narris, Materials Test Manager Date ?_5‘6['\ %&v_‘ﬂ:‘ 2808

Please nofe the following staternents

a)

The samples of the product referred to in this report have been tested in accordance with the methods
specified in BS6920; 2000 Suitability of nen-metallic preducts for use in contact with waler intended for
human consumption with regard to their effect on the quality of the waler.

t)

This work has been undertaken in the UKAS aceredited laboratory of WRe-NSF Ltd Oakdale, UKAS
registration number 0626, unless olherwise stated. Opinions and inlerpretations expressed herain are
oulside the scope of UKAS accraditation.

The results spacified in this report relate only to the samples(s) of this product submilted for testing. Any
changes in the nature or source of ingredients and the process of manufacturer or application could affest
the suitability of this product for use in coritact with potabla water.

We draw to your attention that reports issued by the accredited test laborateries do not of themselves
constitute approval by the Water Regulations Advisory Scheme or the test laboratory. Only a letter from the
Scheme, cifing a Diractory Reference number can be regarded as indicating approval.

Materials and products intended for use by a public water supply company in the preparation or
conveyance of water may need to satisfy more comprehensive loxicological requirements as spacified by
the Drinking Water Inspectorale, These addiional requiraments are necessary to ensure Water Company
usage complies with Regulation 31 of the Water Supply (Water Quality) Regulations 2000.




WRE-MSF Final Report for the Testing of & Product for

Water Reguiations Advisory Scheme Approval

Whe-NSF Report No
MATALAB 3710

Name of Organisation: Jonoube Shargh Industrial Company

Pradicct: Multi-Layer plastic pipe

Date of Report 26/09/06

Companent name!réferance:
Component manufacturer:
Fitting name/reference:
Fitting manufacturer:

Not épplicable
Not applicable
Not applicable
Mot applicable

Test sample preparation:

For the odour and flavour of water test a length
of tube measuring 398 mm was filled with test
water and the resulting leachate was diluted to
one litre.

For the remaining tests 168mm of tube was
immersed in one litre of test water.

Date test sample manufactured;

Not known

Date test sample prepared: Not applicable
Surface area of one article: 15000 mm®
Number of articles constitufing a sample: | One

Surface area for test: 15000 mm’
Calibration mark of test container: 1 Litre



















